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PURPOSE AND APPLICABILITY
4000.1
This chapter establishes the District of Columbia Small Generator Interconnection Rules (“DCSGIR”) which apply to facilities satisfying the following criteria:

(a)
The total Nameplate Capacity of the Small Generator Facility is equal to or less than twenty (20) megawatts (“MW”).

(b)
The Small Generator Facility is not subject to the interconnection requirements of PJM Interconnection.

(c)
The Small Generator Facility is designed to operate in parallel with the Electric Distribution System.

SOURCE: Final Rulemaking published at 56 DCR 1415, 1418 (February 13, 2009); as amended by Final Rulemaking published at 66 DCR 01132 (January 25, 2019); as amended by Final Rulemaking published at 68 DCR 8244 (August 20, 2021). 
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